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GB SITE VISIT NOTES: LOCKER ROOM CIRCUITS EXTEND TO PANEL UL-B05-1 (UL-2-BC) IN ROOM 0504EC. VISUAL INSPECTION RESULTS: REPLACE SOLID CU CONDUCTORS FROM PANELBOARD UL-B05-1 TO NEW RECEPTACLES WITH NEW STRANDED CU CONDUCTORS AND FOR NEW POWER TO POOL  LOCKER ROOMS. SEE EMAIL FOR DETAILED RECOMMENDATIONS.
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SITE VISIT FINDINGS // G. BERLET / 2 SEP 16 (SEE CALLOUT BOX BELOW)
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